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This paper shows the entire future market volume of the HTS power industry, one of main smart grid equip-

ment, in the case of the final market penetration ratio reaching 100% in the domestic market (South Korea). In

this paper, the market penetration ratio is determined using the judgment method, with the market penetra-

tion S-curve induced using the Delphi method and the Product Life Cycle from 2011 (supposed launching year,

not realistic physical year), to 2050 (expected final target year). This paper analyzes the HTS market penetra-

tion ratio of each stage, apparent innovation, early adapters, and the early/late majority and laggard stage,

using the S-curve, thus calculating the total future market volume of HTS equipment in the positive sense.

Finally, this paper estimates the quantitative analysis results for the HTS4-items (cable, FCL, transformer, rota-

tion machine) of each year within the domestic market.
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1. Introduction

There are so many characteristics that define the smart

grid, among them, superconductivity technology possess-

ing the inherent nature to “optimize assets and operate

efficiently”, anticipate and respond to system disturbances

in a self-healing manner, and provide the power quality

for a range of needs in a digital economy [1, 2]. These

new characteristics are expected to primarily impact the

Smart Grid Characteristics of “Secure Super GridsTM”.

This makes superconductivity technology one of the main

facilities in future smart super-grid development.

Within this framework, South Korea has developed

HTS (high-temperature superconducting) power equipment,

integral to overall smart-grid equipment, which includes

cable, FCL (fault current limiter), transformer, and rotation

machines (generator/motor). The market penetration strategy,

considering modern marketing theory, is divided into two

parts, an R&D strategy as a technology development

methodology and market development methodology for

market penetration, as HTS equipment are new high-

technology products never applied, until now. This paper

analyzes the entire future market volume of the HTS

power industry, based on the domestic electricity analysis

reports and market analysis methodology, using the Delphi

method and product life cycle. This paper shows the

quantitative analysis results for the HTS4-items (cable,

FCL, transformer, rotation machine) in the domestic

market. All of the market volume in this paper indicates

the NPV (Net Present Value) value transformed by 2011,

the launching year of the HTS equipment.

2. Methodology for Marketability Analysis

Generally speaking, marketable studies are performed

to determine the likely success of selling a particular

product or service. A marketability study is likely to

include potential demand, existing competitive products

or services, and a recommendation of strategy.

This paper contains the following information:

• Domestic power industry review and future trends

• Total expected market volume for conventional power

equipment in the domestic market

• Sales, competitors, and market shares in key market

segments

The applied methodology for estimating the domestic*Corresponding author: Tel: +82-31-420-6180
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market volume of HTS power equipment is indicated

below, on a step-by-step basis.

2.1. Market volume estimation of each item until 2020

This report adopts “the prospect of power industry

2010” published by KOEMA (KOrea Electrical Manu-

facturers Association), which shows the total domestic

market volume of conventional power equipment until

2020. This paper uses this report’s results as the total

market volume of each item, such as conventional power

cables, transformers, and switchgears, all in US dollars.

2.2. Market volume estimation of each item after 2020

The estimated increase rate of the market volume is

predicted to be 4.65%, this is the average increase rate of

power equipment from 2010 to 2020; this paper uses this

increase rate of the market volume after 2020. 

2.3. Domestic market volume, South Korea

A power industry analysis report is published by KOEMA

as a domestic market volume of each item. In this case,

during estimation of the market volume, the following points

should be noticed on the basis of previous experience and

expert opinion:

• Power cable market is estimated to be 40% of the total

cable manufacturing data, based on previous experi-

ence

• Only use of the manufacturing results above a 1 kV

switchgear rating of was employed for estimating the

HTS-FCL market volume

• For rotation machines (generator and motor), a rating

above 750 kW is adopted

2.4. Maximum penetration ratio

The maximum penetration ratio of the HTS power

equipment for each item is defined as the maximum

possible ratio that can be substituted into the present

power industry market, conventional power equipment to

HTS items. This ratio is somewhat different from each

power equipment item as: cable is 80%; transformer is

30%; switchgear is 5%; rotation machine (generator/motor)

is 20%. For instance, the maximum penetration ratio of

20% for the rotation machine means there is a maximum

20% share of HTS rotation machinery in the conventional

rotation machine market, where ratings above 750 kW are

possible. These values are the key parameters for calcu-

lating the total market volume. Thus, these values should

be determined very carefully. In this paper, the authors

choose these values considering not only the inherent

characteristics of the HTS equipment and various conv-

entional power equipment statistical data, but also detailed

discussions between associated HTS and power system

experts in terms of applications of HTS equipment and

the future power industry.

2.5. Determination of the market penetration ratio in

a specific year

In terms of modern marketing theory, market penetration

of HTS power equipment enables launching a new product

with high efficiency, reliability, and eco-environmental

technology into an old market that bears the dissatisfaction

of customers. Even though the HTS power equipment

cannot produce a new market or demand volume, they are

the main facilities of the Smart Grid because HTS techno-

logy can be a solution for the serious problems of conv-

entional power systems, such as fault current excess,

transmission capacity limit, and downtown environment.

This indicates that HTS power equipment can be a good

alternative, which is pertinent to a new technology and

the old market of the ANSOFF matrix in modern market-

ing theory. 

When developing a new product or new technology,

future market potential should be analyzed, and in this

case, the market penetration ratio is the key factor that

determines the possibility of future commercialization.

Related to the market penetration ratio, the associated

study to determine this factor has been conducted since

1960. Among these various methodologies to calculate

the market penetration ratio, the judgment-method is the

most popular and general tool because this is a reasonable

certified methodology, considering the characteristics of

new technology. The judgment method uses a simple

equation based on expert experience or judgment. In

general, the S-curve is applied to calculate the market

penetration ratio; select parameters should be determined.

With this background, this paper determines the market

penetration ratio using the judgment method with an S-

curve, instead of a complex model based method. The

Fisher-Pry model, having simple exponential functions,

was used as an S-curve in this paper.

The market penetration rate of the HTS power equip-

ment was calculated by the Judgment method, with an S-

curve in each year, as shown in Eq. (1):

 (1)

where M(t): market penetration ratio of a specific year 

k : final market penetration rate (%) 

t : time (target year, 2050)

th : time(year) reached at M(t) = 50%, half the final

M t( ) = 
k

1 e
c– t th–( )/ts

+
-------------------------------
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target ratio 

ts : time (year) that takes the market penetration ratio

from 10 to 90% 

c : constants 

The S-curve parameter was determined using both

methodologies, the Delphi method and life cycle theory,

and determined by the following values. In this paper, the

authors estimate the HTS power equipment launch from

2011, the imaginary launching year, not physical year.

• (k = 100%) K indicates the final market penetration

ratio of the target year, thus k = 100% in this paper. 

• (th = 2025) This paper assumes it requires approxi-

mately 15 years from launch, year to the year the market

penetration ratio reaches 50%, this was determined as

2025.

• (ts = 20) Considering the characteristics of the HTS

technology and the discussions between HTS power

equipment, this paper determines ts as 20.

• (c = 7) Based on the life cycle theory of a general new

technology product, the market penetration ratio was

determined using a curve fitting simulation method.

As the ts parameter becomes larger, the market penet-

ration ratio increases slowly. When considering these

parameters, the specific technology and product should be

considered carefully.

2.6. Calculation of HTS market volume

The total market volume of the HTS power equipment

is estimated employing the specified above assumptions

and methodologies, using forecasts of the market volume

of conventional power equipment reported by KOEMA

reports in the domestic market. The marketable volume of

each item is calculated as the conventional market volume,

multiplied by a reasonable marketable ratio and market

penetration ratio of a specific year, using the S-curve

specifically described by Eq. (2).

(Market size of HTS each item in specific year) = 

(Total conventional market size forecasts of each item

in specific year) × (Maximum marketable ratio of each

HTS item in final year) × (Market penetration ratio in

specific year) (2)

In Eq. (2), the maximum marketable ratio denotes the

maximum permissible share of each piece of HTS equip-

ment for the final target year, when considering HTS

characteristics of the technology and conditions in the

power industry market. For example, regarding specific

HTS equipment, if we assume this maximum marketable

ratio to be 30%, this value means that specific HTS

equipment could share only 30% of the total specific

conventional power equipment. Moreover, the market penet-

ration ratio is calculated by an S-curve from the Fisher-

Pry model, each year. For example, if the total market

size is estimated by $100 and assumes a maximum

marketable ratio of 40%, and the market penetration ratio

is 50%, then the market size of that piece of HTS equip-

ment in that specific year is calculated as $20 ($100 × 0.4

× 0.5).

3. Forecasts of HTS Domestic
Market Volume

All data in this paper, until 2009, is the practical record-

ed data; after 2010 the authors estimate a 4.65% increase

in the rate, considering the opinions of the KOEMA. The

world popular trends of the T&D facilities are expected

as:

• The pursuit of automatic intelligent complex IT facilities,

not single simple equipment

• Applications of new fusion and complex facilities such

as HTS power equipment

• Creation of new global companies with new techno-

logies, for example, HTS or smart-grid technology

After 2020, the increase rate in the market volume of

each item is supposed to be 4.65%, based on the previous

average increase rate after 2000. The applied methodology

for South Korea is identical to that of the world market,

with exception to the following basic assumptions for the

South Korean market:

• The target conventional power cable market volume is

assumed as approximately 40% of the total T&D line 

Fig. 1. Market penetration curve with s-curve type.
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• The switchgear market for the FCL market estimation

is targeted to a rating above 1 kV

• The transformer market is only focused on high-volt-

age levels

• The rotational machine (generator/motor) market is

the sum of the ratings above 750 kW

A practical HTS market volume is calculated as the

marketable volume multiplied by the market penetration

ratio of each year for each HTS item. This paper assumes

2011 as the launching year of the HTS equipment, and

2050 as the final target year. The S-curve is used to deter-

mine the market penetration ratio for each year. Based on

the S-curve, this yearly market penetration ratio is calculated

at 0.7% in 2011, the beginning year, and will increase from

year to year, finally reaching 100% in 2047. The market

penetration ratio for each year is shown in Table 2.

The year 2015, the innovation stage of the HTS market,

the market penetration ratio would be only 2.9%. But as

the price of HTS 2G-wire is lower, and the reliability of

HTS products higher, the market penetration ratio will

rapidly increase.

The total marketable size of the HTS equipment in

South Korea is expected to be ￦3,003 billion in 2015 and

finally ￦14,737 billion in 2050.

The expected market volume of the HTS equipment,

considering the estimating market penetration ratio, is

expected to be approximately ￦88 billion. The market

volume is predicted to increase rapidly to ￦5,059 billion

in 2030 and finally reach ￦14,735 billion in 2050.

Furthermore, it is expected to reach ￦8,286 billion within

the HTS cable market, the biggest volume among all HTS

items.

4. Conclusions

This paper shows the expected market volume of four

HTS items: HTS cable; transformers; FCL; rotational

machines. The authors estimated the market volume from

2011, the supposed market-launching year, to 2050, the

final year of market maturity. All of the market volume in

this paper indicates the NPV (net present value) value

transformed by 2011, the supposed launching year of the

HTS equipment.

The market penetration ratio is calculated as 0.7% in

2011, the beginning year, and is expected to increase from

year to year, finally reaching 100% in 2045. As the price

of HTS 2G-wire is lower, and the reliability of HTS

Table 1. Conventional market volume forecasts in South

Korea

(￦ 0.1Billion)

2011 2015 2020 2030 2040 2050

Cable 17,594 21,102 26,486 41,726 65,736 103,560

Switchgear 11,558 13,862 17,399 27,410 43,182 68,029

Transformer 23,401 28,067 35,228 55,498 87,432 137,741

Generator

& Motor
16,817 20,170 25,317 39,885 62,834 98,989

Sum 69,370 83,201 104,430 164,519 259,184 408,319

Table 2. The market penetration ratio for each year

Year 2011 2015 2020 2030 2040 2045~

Yearly Market 

Penetration Ratio (%)
0.7 2.9 14.8 85.2 99.5 100

Table 3. Total marketable size in South Korea

(￦ 0.1Billion)

Equipment 2011 2015 2020 2030 2040 2050

Cable 14,075 16,881 21,189 33,381 52,589 82,848

Switchgear 578 693 870 1,371 2,159 3,401

Transformer 7,020 8,420 10,568 16,649 26,230 41,322

Generator

& Motor
3,363 4,034 5,063 7,977 12,567 19,798

Sum 25,036 30,028 37,690 59,378 93,545 147,369

Table 4. Expected HTS market volume of South Korea 

(￦ 0.1Billion)

Equipment 2011 2015 2020 2030 2040 2050

Market

Penetration Ratio
0.7 2.9 14.8 85.2 99.5 100

Cable 104 495 3,137 28,439 52,314 82,835

Switchgear 4 20 129 1,168 2,148 3,401

Transformer 52 247 1,565 14,185 26,093 41,316

Generator

Motor
25 118 750 6,796 12,501 19,795

Sum 185 880 5,581 50,588 93,056 147,347

Fig. 2. Forecasts on the HTS market volume in South Korea.
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products higher, the market penetration ratio will rapidly

increase. The expected market volume of the HTS equip-

ment, considering the estimating market penetration ratio,

is only approximately ￦88 billion. Nevertheless, the same

as in the case of the world market, the market volume

will increase rapidly and is forecasted to be ￦5,059

billion in 2030, reaching ￦14,735 billion in 2050. 
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